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@ @ @ @ GENERAL DEMOLITION NOTES:

HL{ ‘ “ 1. SITE VERIFY ALL EXISTING CONDITIONS.

2. ALL ITEMS SHOWN DASHED ARE TO BE REMOVED IN THEIR ENTIRETY
INCLUDING FASTENERS AND MEANS OF ATTACHMENT.

3. WHERE EXISTING CONSTRUCTION IS INDICATED TO BE REPLACED, IT IS
THE INTENT TO REMOVE THE EXISTING CONSTRUCTION IN ITS ENTIRETY
AND REPLACE IT WITH NEW CONSTRUCTION AS INDICATED ON THE

EXISTING CONCRETE e
/ RETAINING WALL i DRAWINGS.
| - ] 4. WHERE EXISTING CONSTRUCTION IS NOTED TO BE PATCHED, IT IS THE

|| H ﬁ[ ‘ INTENT TO PROVIDE A UNIFORM SUBSTRATE THAT MATCHES ADJACENT

CONSTRUCTION AND TO MATCH EXISTING ADJACENT FINISHES.
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: ‘ : : : : 5. REMOVE EXISTING CEILINGS IN AREAS SCHEDULED TO RECEIVE NEW

| EXISTING CONCRETE CEILINGS. REMOVE ALL COMPONENTS INCLUDING FINISHED CEILING AND
I
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I
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PLANTERS \ | SUSPENSION SYSTEM UNLESS INDICATED OTHERWISE.

FLOORING. REMOVE ALL COMPONENTS INCLUDING FINISHED FLOORING,
ADHESIVE, AND TRANSITION MEMBERS UNLESS INDICATED OTHERWISE.
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7. SEE PLUMBING, MECHANICAL, AND ELECTRICAL DRAWINGS FOR
REMOVAL OF PLUMBING, MECHANICAL, AND ELECTRICAL WORK.

8. OWNER IS RESPONSIBLE FOR REMOVING MEDICAL EQUIPMENT UNLESS
N _ INDICATED OTHERWISE. COORDINATE SCHEDULE OF REMOVAL WITH
T OWNER.

L 9. REMOVE AND TURN OVER THE FOLLOWING ITEMS FOR LATER REUSE
- - BY THE OWNER.

A. (CHECK TO SEE IF OWNER WANTS DOORS, DOOR
i ; HARDWARE, LIGHT FIXTURES, WALL PROTECTION, ETC)
| | | ] B.
C.
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pp————— 1 =y I P SV I L TO REMAIN. REPLACE ANY FIREPROOFING DAMAGED DURING THE
| | ' | | PERIOD OF CONSTRUCTION TO MATCH ORIGINAL CONSTRUCTION.

11. REMOVE EXISTING PRECAST AS REQUIRED FOR INSTALLATION OF
I NEW STRUCTURE, RE-INSTALL WHERE PRECAST CONCRETE IS INDICATED
I TO REMAIN.

KEYED NOTES FOR REMOVAL.:

PROVIDE OPENING FOR NEW DOOR AND FRAME. COORDINATE
OPENING SIZE WITH FLOOR PLANS AND DOOR SCHEDULE.

REMOVE EXISTING DOOR AND FRAMES IN THEIR ENTIRETY, PATCH
AND MATCH WALLS AND FLOOR AS REQUIRED FOR NEW WORK.

EXISTING PRECAST
CONCRETE @ REMOVE EXISTING CASEWORK, COUNTERTOPS AND CABINETS IN

________________ | A ] A R \ THEIR ENTIRETY. PATCH FLOORS, BASE, WALLS AND CEILING TO
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OR PREPARE TO RECEIVE NEW FINISHES AS SCHEDULED. REFER
TO FINISH SCHEDULE.

REMOVE EXISTING PRECAST CONCRETE IN ITS ENTIRETY,
INCLUDING ANCHORS AND ATTACHMENTS.

REFER TO CIVIL DRAWINGS
\ \ FOR SITE DEMOLITION

REMOVE EXISTING PLANTERS AND TURN OVER FOR LATER REUSE
BY THE GOVERNMENT.

6“

REMOVE CURTAINWALL IN ITS ENTIRETY. PATCH AND MATCH
ADJACENT SURFACES INCLUDING WALLS AND FLOOR AS REQUIRED
FOR NEW WORK.
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REMOVE BRICK
PAVERS

REMOVE AND RESERVE WOOD HANDRAIL, INCLUDING ALL
HARDWARE AND ATTACHMENTS. HANDRAIL TO BE RE-INSTALLED
ON NEW PARTITIONS, SEE FLOOR PLAN.
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e REMOVE CURTAINWALL DOOR SHIELD IN ITS ENTIRETY, INCLUDING
ALL FASTENERS AND SEALANT. PATCH EXISTING PRECAST
CONCRETE WHERE CURTAINWALL IS REMOVED.

— e e —
7

\

d
| REMOVE
:// CANOPY

|

|

p—

______l.

|
\__I_‘E'

|

|

|

\_..<

)
N1
—===
|
|
|
|
|
|
Ll
=
|

three quarters inch

»
74

~

_

EXISTING PRECAST
CONCRETE

?\ \ REMOVE WALK-OFF RELOCATE EXISTING

A\ “ A\ PORTRAITS AND
%&\ Q REMOVE DEDICATION PLAQUE
< / \ﬁ/ VESTIBULES | |
\ «
/7

REMOVE AND RE-INSTALL EXISTING
PRECAST CONCRETE AS REQUIRED TO
INSTALL NEW STEEL COLUMNS

+ REMOVE
| ACOUSTICAL
- REMOVE ALL ——

n PANELS
GRANITE FLOOR
| TILEANDBASE | fl |
REMOVE
/ RECEPTION DESK \

il
I

|

”

l)

I

III

:I

|

&

f
ll
f

i

:I

|
i
=
-

T T T T T T T

-rkr—Y———————————

\

|
~_|
1
I
I
-
l
I
1
I
|
2
iy
\‘\
|
J
/
-t
.(\

_ T
N
|
J\Y’L
£
//

RELOCATE ——

- EXISTING == = — = B
DIRECTORY \(X‘K . —H N4 | .
| —H —

H

|
|
|
|
l—-Ir
|
N
|
il
i$§\

_________—"______I —
:
I
I
H
I
I
I
B
T-
| |

s
J
I

I

71T
I

I

+

)

I

|
|
|
H
J_
|
|
I
=|
|
‘I
Frj
|
|
|

| | | kxv / |
\ REMOVE MODULAR
Ll—:,‘ ‘ | % | / PARTITIONS |
RELOCATE

(-]
a — | EXISTING MONITOR
/ AN {

REMOVE ALL
GRANITE FLOOR
TILE AND BASE

N/
g

N

/
aplh

=

|

|

|
—

]

N ——/
—

\
Ny
Qv N

(L1 f

4
(m)
|
|

Q
AN
w\\
AN
/
/
\\//
|
|
|
|
|
i NG,
AN
|
|
|
[
|
|
|
LT
|
|
|
|
|
|
|
Bl
|
— "
I[
Q
\
T
|
|
|
|

AN
.
D)

N
N\
N
AN
AN
N
AN
>
/
AN
/
@
— 1

0

N\

AN
AN
/
N
|I

=

/

N

N

/

N

B \

\

ANN
ANN
| ‘
]

IF GROLIN'D“ FE@GR/ DEMOLITION/P/LAN / 51 - |
FULLY SPRINKLERED

CONSULTANTS: | ARCHITECT/ENGINEERS: GROUND FLOOR DEMOLITION PLAN  ||\/A BUILDING 1A 614318 | o

brggs arC h |te CtS 1W. Hullng Avenue SCALE: As indicated ENTRANCE EXPANSlON 1A | I:F' r:ﬁ .

Memphis, Tennessee 38103 A
t 901 -260.9600 APPROVED PROJECT DIRECTOR: LOCATION: DRAWING NUMBER: | —'_'—L

VAMC, Memphis, Tennessee N =
f 903.5331.8042 DATE: CHECKED: DRAWN: AD1 OO @
W Drgss.com January 27, 2014 oW oF KEY PLAN

Revisions: Date:




= one foot
6"

three inches

one foot

one and one half inches
6

= one foot

one inches
6ll

one foot

three quarters inch

one foot

one half inch

one foot

three eight inch

one foot

one quarter inch

= one foot
8

one eigth inch
VARARATAATAR M

I

EXISTING BUILDING
L2

B TOP OF CONC
78"

LOCATION OF NEW CANOPY

L1

/o

}Q&
!__
!

i
|
|
|
|
|
|
|

TOP OF CONC
264 - 0"

EXISTING PRECAST CONCRETE TO
REMAIN, REMOVE AND RE-INSTALL
AS REQUIRED TO INSTALL NEW
COLUMNS

GROUND FLOOR
TOP OF CONC

EXISTING PRECAST CONCRETE
TO BE REMOVED, COORDINATE
WITH NEW WORK

CURTAINWALL DOOR
SHIELD TO BE REMOVED

WALL SECTION / ELEVATION - DEMOLITION

SCALE: 1/8"

1F

1 I_Oll

FIRST FLOOR DEMOLITION PLAN

SCALE: 1/8"=1'-0"

- 250'-4"

REMOVE CANOPY

EXISTING PRECAST
/ CONCRETE

EXISTING CONCRETE
SHEARWALL

™

T

EXISTING PRECAST
/ CONCRETE

EXISTING PRECAST
CONCRETE

EXISTING PRECAST
CONCRETE

;

I
I

rd

i

-1

[

EXISTING PRECAST
CONCRETE

EXISTING CONCRETE
SHEARWALL \

EXISTING PRECAST
CONCRETE

~.

EXISTING
HANDRAIL \

[—

T

4

|
=N
i

T
L_J
M

VI

\ PRECAST CONCRETE ‘
ABOVE TO BE REMOVED \ I
|
|

| NS VESTIBULES AT GROUND
il N\ / FLOOR TO BE REMOVED

—LT—— —

—+

REMOVE
ACOUSTICAL |
PANELS

]
T ]

4

O,
Jsa

I_]L

(

B —

1]

GENERAL DEMOLITION NOTES:

1. SITE VERIFY ALL EXISTING CONDITIONS.

2. ALL ITEMS SHOWN DASHED ARE TO BE REMOVED IN THEIR ENTIRETY
INCLUDING FASTENERS AND MEANS OF ATTACHMENT.

3. WHERE EXISTING CONSTRUCTION IS INDICATED TO BE REPLACED, IT IS
THE INTENT TO REMOVE THE EXISTING CONSTRUCTION IN ITS ENTIRETY
AND REPLACE IT WITH NEW CONSTRUCTION AS INDICATED ON THE
DRAWINGS.

4. WHERE EXISTING CONSTRUCTION IS NOTED TO BE PATCHED, IT IS THE
INTENT TO PROVIDE A UNIFORM SUBSTRATE THAT MATCHES ADJACENT
CONSTRUCTION AND TO MATCH EXISTING ADJACENT FINISHES.

5. REMOVE EXISTING CEILINGS IN AREAS SCHEDULED TO RECEIVE NEW
CEILINGS. REMOVE ALL COMPONENTS INCLUDING FINISHED CEILING AND
SUSPENSION SYSTEM UNLESS INDICATED OTHERWISE.

6. REMOVE EXISTING FLOORING IN AREAS SCHEDULED TO RECEIVE NEW
FLOORING. REMOVE ALL COMPONENTS INCLUDING FINISHED FLOORING,
ADHESIVE, AND TRANSITION MEMBERS UNLESS INDICATED OTHERWISE.

7. SEE PLUMBING, MECHANICAL, AND ELECTRICAL DRAWINGS FOR
REMOVAL OF PLUMBING, MECHANICAL, AND ELECTRICAL WORK.

8. OWNER IS RESPONSIBLE FOR REMOVING MEDICAL EQUIPMENT UNLESS
INDICATED OTHERWISE. COORDINATE SCHEDULE OF REMOVAL WITH
OWNER.

9. REMOVE AND TURN OVER THE FOLLOWING ITEMS FOR LATER REUSE
BY THE OWNER.

A. (CHECK TO SEE IF OWNER WANTS DOORS, DOOR
HARDWARE, LIGHT FIXTURES, WALL PROTECTION, ETC)

B.

C.
D.

10. PROTECT EXISTING FIREPROOFING ON EXISTING STEEL STRUCTURE
TO REMAIN. REPLACE ANY FIREPROOFING DAMAGED DURING THE
PERIOD OF CONSTRUCTION TO MATCH ORIGINAL CONSTRUCTION.

11. REMOVE EXISTING PRECAST AS REQUIRED FOR INSTALLATION OF

NEW STRUCTURE, RE-INSTALL WHERE PRECAST CONCRETE IS INDICATED
TO REMAIN.

KEYED NOTES FOR REMOVAL.:

PROVIDE OPENING FOR NEW DOOR AND FRAME. COORDINATE
OPENING SIZE WITH FLOOR PLANS AND DOOR SCHEDULE.

REMOVE EXISTING DOOR AND FRAMES IN THEIR ENTIRETY, PATCH
AND MATCH WALLS AND FLOOR AS REQUIRED FOR NEW WORK.

REMOVE EXISTING CASEWORK, COUNTERTOPS AND CABINETS IN
THEIR ENTIRETY. PATCH FLOORS, BASE, WALLS AND CEILING TO
MATCH EXISTING ADJACENT SURFACES IF SCHEDULED TO REMAIN,
OR PREPARE TO RECEIVE NEW FINISHES AS SCHEDULED. REFER
TO FINISH SCHEDULE.

REMOVE EXISTING PRECAST CONCRETE IN ITS ENTIRETY,
INCLUDING ANCHORS AND ATTACHMENTS.

REMOVE EXISTING PLANTERS AND TURN OVER FOR LATER REUSE
BY THE GOVERNMENT.

REMOVE CURTAINWALL IN ITS ENTIRETY. PATCH AND MATCH
ADJACENT SURFACES INCLUDING WALLS AND FLOOR AS REQUIRED
FOR NEW WORK.

REMOVE AND RESERVE WOOD HANDRAIL, INCLUDING ALL
HARDWARE AND ATTACHMENTS. HANDRAIL TO BE RE-INSTALLED
ON NEW PARTITIONS, SEE FLOOR PLAN.

e REMOVE CURTAINWALL DOOR SHIELD IN ITS ENTIRETY, INCLUDING

ALL FASTENERS AND SEALANT. PATCH EXISTING PRECAST
CONCRETE WHERE CURTAINWALL IS REMOVED.
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GENERAL DEMOLITION NOTES:

1. SITE VERIFY ALL EXISTING CONDITIONS.

2. ALL ITEMS SHOWN DASHED ARE TO BE REMOVED IN THEIR ENTIRETY
INCLUDING FASTENERS AND MEANS OF ATTACHMENT.

3. WHERE EXISTING CONSTRUCTION IS INDICATED TO BE REPLACED, IT IS
THE INTENT TO REMOVE THE EXISTING CONSTRUCTION IN ITS ENTIRETY
AND REPLACE IT WITH NEW CONSTRUCTION AS INDICATED ON THE
DRAWINGS.

4. WHERE EXISTING CONSTRUCTION IS NOTED TO BE PATCHED, IT IS THE
INTENT TO PROVIDE A UNIFORM SUBSTRATE THAT MATCHES ADJACENT
CONSTRUCTION AND TO MATCH EXISTING ADJACENT FINISHES.

5. REMOVE EXISTING CEILINGS IN AREAS SCHEDULED TO RECEIVE NEW
CEILINGS. REMOVE ALL COMPONENTS INCLUDING FINISHED CEILING AND
SUSPENSION SYSTEM UNLESS INDICATED OTHERWISE.

6. REMOVE EXISTING FLOORING IN AREAS SCHEDULED TO RECEIVE NEW
FLOORING. REMOVE ALL COMPONENTS INCLUDING FINISHED FLOORING,
ADHESIVE, AND TRANSITION MEMBERS UNLESS INDICATED OTHERWISE.

7. SEE PLUMBING, MECHANICAL, AND ELECTRICAL DRAWINGS FOR
REMOVAL OF PLUMBING, MECHANICAL, AND ELECTRICAL WORK.

8. OWNER IS RESPONSIBLE FOR REMOVING MEDICAL EQUIPMENT UNLESS
INDICATED OTHERWISE. COORDINATE SCHEDULE OF REMOVAL WITH
OWNER.

9. REMOVE AND TURN OVER THE FOLLOWING ITEMS FOR LATER REUSE
BY THE OWNER.

A. (CHECK TO SEE IF OWNER WANTS DOORS, DOOR
HARDWARE, LIGHT FIXTURES, WALL PROTECTION, ETC)

B.

C.
D.

10. PROTECT EXISTING FIREPROOFING ON EXISTING STEEL STRUCTURE
TO REMAIN. REPLACE ANY FIREPROOFING DAMAGED DURING THE
PERIOD OF CONSTRUCTION TO MATCH ORIGINAL CONSTRUCTION.

11. REMOVE EXISTING PRECAST AS REQUIRED FOR INSTALLATION OF

NEW STRUCTURE, RE-INSTALL WHERE PRECAST CONCRETE IS INDICATED
TO REMAIN.

KEYED NOTES FOR REMOVAL.:

PROVIDE OPENING FOR NEW DOOR AND FRAME. COORDINATE
OPENING SIZE WITH FLOOR PLANS AND DOOR SCHEDULE.

REMOVE EXISTING DOOR AND FRAMES IN THEIR ENTIRETY, PATCH
AND MATCH WALLS AND FLOOR AS REQUIRED FOR NEW WORK.

REMOVE EXISTING CASEWORK, COUNTERTOPS AND CABINETS IN
THEIR ENTIRETY. PATCH FLOORS, BASE, WALLS AND CEILING TO
MATCH EXISTING ADJACENT SURFACES IF SCHEDULED TO REMAIN,
OR PREPARE TO RECEIVE NEW FINISHES AS SCHEDULED. REFER
TO FINISH SCHEDULE.

REMOVE EXISTING PRECAST CONCRETE IN ITS ENTIRETY,
INCLUDING ANCHORS AND ATTACHMENTS.

REMOVE EXISTING PLANTERS AND TURN OVER FOR LATER REUSE
BY THE GOVERNMENT.

REMOVE CURTAINWALL IN ITS ENTIRETY. PATCH AND MATCH
ADJACENT SURFACES INCLUDING WALLS AND FLOOR AS REQUIRED
FOR NEW WORK.

REMOVE AND RESERVE WOOD HANDRAIL, INCLUDING ALL
HARDWARE AND ATTACHMENTS. HANDRAIL TO BE RE-INSTALLED
ON NEW PARTITIONS, SEE FLOOR PLAN.

e REMOVE CURTAINWALL DOOR SHIELD IN ITS ENTIRETY, INCLUDING

ALL FASTENERS AND SEALANT. PATCH EXISTING PRECAST
CONCRETE WHERE CURTAINWALL IS REMOVED.
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e GENERAL DEMOLITION NOTES:
1. SITE VERIFY ALL EXISTING CONDITIONS.
2. ALL ITEMS SHOWN DASHED ARE TO BE REMOVED IN THEIR ENTIRETY

INCLUDING FASTENERS AND MEANS OF ATTACHMENT.

3. WHERE EXISTING CONSTRUCTION IS INDICATED TO BE REPLACED, IT IS

THE INTENT TO REMOVE THE EXISTING CONSTRUCTION IN ITS ENTIRETY
AND REPLACE IT WITH NEW CONSTRUCTION AS INDICATED ON THE
DRAWINGS.
4. WHERE EXISTING CONSTRUCTION IS NOTED TO BE PATCHED, IT IS THE
INTENT TO PROVIDE A UNIFORM SUBSTRATE THAT MATCHES ADJACENT
CONSTRUCTION AND TO MATCH EXISTING ADJACENT FINISHES.
© Egﬁggﬁgﬁiﬁg 5. REMOVE EXISTING CEILINGS IN AREAS SCHEDULED TO RECEIVE NEW
B CEILINGS. REMOVE ALL COMPONENTS INCLUDING FINISHED CEILING AND
= SUSPENSION SYSTEM UNLESS INDICATED OTHERWISE.
2 METAL SOFFIT PANELS
© TO BE REMOVED 6. REMOVE EXISTING FLOORING IN AREAS SCHEDULED TO RECEIVE NEW
n FLOORING. REMOVE ALL COMPONENTS INCLUDING FINISHED FLOORING,
£ ADHESIVE, AND TRANSITION MEMBERS UNLESS INDICATED OTHERWISE.
[
‘® ‘ ‘ += 7 " R U R — ‘ 7. SEE PLUMBING, MECHANICAL, AND ELECTRICAL DRAWINGS FOR
2 M — — — — — — — — — — — — B — — — | — — — — ;- — — i — — — — F = = [ - 7 — —1 s = = - REMOVAL OF PLUMBING, MECHANICAL, AND ELECTRICAL WORK.
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MR A R R R AR R AN A RN RN RN N N A RN R RN RN AN RN A NN NI | OWNER.
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SRR R R R R R R R RN R RN R R R R RN RN 9. REMOVE AND TURN OVER THE FOLLOWING ITEMS FOR LATER REUSE
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- trrrrrrrerrerrerrernnd (I T T U L B M ———] £h . ) La ] HARDWARE, LIGHT FIXTURES, WALL PROTECTION, ETC)
o
8 NI R R R R R R RN IR AR RN RN RN RN N RN RN NN RN N RN RN RN NN AR NN | 8
Qo HEEEEEE R (N I I T O O D
ﬁ’ (N T T L B -|
2 ipapapanianiananianianidrg L|41 Lia i) : . o . : [ | _ ! 0] — L —— o 10. PROTECT EXISTING FIREPROOFING ON EXISTING STEEL STRUCTURE
£ L — — — — — — — — — — — — H — — — — — — — — — — - — — — — 1 HH — — — — — — — — - — TO REMAIN. REPLACE ANY FIREPROOFING DAMAGED DURING THE
£ — T B g —_ ! | i T T PERIOD OF CONSTRUCTION TO MATCH ORIGINAL CONSTRUCTION.
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